STATE OF CALIFORNIA —~ STATE AND CONSUMER SERVICES AGENCY JERRY BROWN, Governor

BUILDING STANDARDS COMMISSION
2525 Natomas Park Drive, Suite 130

Sacramento, California 95833-2936

(916)263-0916  FAX (916) 263-0959

January 10, 2011

Greg C. Brown, Community Development Director
City of Port Hueneme

250 North Ventura Road

Port Hueneme, CA 93041

Dear Mr. Brown:

This letter is to acknowledge receipt on December 17, 2010 of the City of Port Hueneme
submittal pertaining to Ordinance No. 27 with findings and is acceptable for filing. Per
Health and Safety Code Section 17958.8 no modification or change to the California
Building Standards Code shall become effective or operative for any purpose until the
finding and the modification or change have been filed with the California Building
Standards Commission (the Commission).

This letter attests only to the filing of these local modifications with the Commission,
which is not authorized by law to determine the merit of the filing.

As a reminder, local modifications are specific to a particular edition of the Code. They
must be readopted and filed with the Commission in order to remain in effect when the
next triennial edition of the Code is published. In addition, should you receive Fire
Protection District ordinances for ratification, it is required to submit the ratified
ordinances to the Department of Housing and Community Development [H&SC Section
13869.7(c)], attention State Housing Law Program Manager, rather than the
Commission.

If you have any questions or need any further information, you may contact me at
(916) 263-0916.

Sincerely,

\/Q AL / jj P W
}Jane Tayloi
“Senior Arc itect

cc: Chron
Local Filings



City of Port Hueneme

December 14, 2010

California Building Standards Commission
2525 Natomas Park Drive #130
Sacramento, CA 95833-2936

California Department of Housing and Community Development
1800 Third Street
Sacramento, CA 95811-6942

SUBJECT: 2010 CALIFORNIA FIRE CODE
Health and Safety Code Section 13869.7(c)

Pursuant to the subject code section, attached is the staff report and City
Council Resolution No. 3975 ratifying the Icoal Fire Protection District's
Ordinance No. 27 adoptig the 2010 Califorinia Fire Code with local amendments.

Should you have any questions regardingn this resolution, feel free to contact me
at (805) 986-6553.

Sincerely,

Greg C. Brown
Community Development Director

c¢: Ventura County Fire Department, Attn: Larry Williams, Fire Preventlon
Supervisor, 165 Durley Avenue, Camarillo, CA 93010

250 North Ventura Road e Port Hueneme, CA 93041 e Phone (805) 986-6500
www.ci.port-hueneme.ca.us



City of Port Hueneme

COUNCIL AGENDA STAFF REPORT

TO: City Council
FROM: Greg Brown, Community Development Director
SUBJECT: ADOPT RESOLUTION TO RATIFY SECTION 610 AND

APPENDIX L OF VENTURA COUNTY FIRE PROTECTION
DISTRICT ORDINANCE NO. 27 TO BE EFFECTIVE WITHIN THE

CITY
DATE: December 6, 2010
RECOMMENDATION:

It is recommended the City Council:

1. Adopt by majority vote a resolution that ratifies the implementation of Section
610 and Appendix L of the Ventura County Fire Protection District (VCFPD)
Ordinance No. 27, which allows the VCFPD to enforce certain building standards
within the City of Port Hueneme and rescinds the City’s previous Resolution No.
3852; and :

2. Authorize the Director to file a copy of the VCFPD's findings, together with a
~ copy of Section 610 and Appendix L of Ordinance No. 27, at the State
Department of Housing and Community Development and the Building
Standards Commission.

FISCAL IMPACT:

There is no fiscal impact to the City by adopting the attached resolution. Many of
the building standards contained in Appendix L have been in effect in the City
-since June 3, 1982.

RELATIONSHIP TO THE STRATEGIC PLAN:

The recommended action helps to fulfill Goal No. 3 (Public Safety) by
implementing and enforcing the most recent Fire Codes to help protect the public
in the event of a disaster or Citywide emergency.



ADOPT RESOLUTION RATIFYING PORTIONS OF VCFPD ORD. NO. 27
December 6, 2010
Page 2

BACKGROUND/ANALYSIS:

As the local legislative body where the Ventura County Fire Protection District
provides services, the City Council is being asked to adopt the attached
resolution ratifying VCFPD’s adopted fire and life safety standards that are more
restrictive than those adopted by the State Fire Marshal and contained within the
California Building Standards Code.

The VCFPD has responsibility for fire protection within the City and went to the
Board of Supervisors on November 23, 2010 to adopt the 2010 California Fire
Code and make it effective January 1, 2011 including Appendix Chapters B, C,
E, F, G, K L, M, N, and O. Accompanying this report is a struck-out/underlined
copy of Section 610 and Appendix L depicting the proposed 2010 changes from
the previous edition (Ordinance No. 26) and a separate summary of major
changes for the whole Ordinance No. 27 in a table format. Changes from the
previous VCFPD's Ordinance No. 26 include adding definitions and reformatting
and renumbering to be consistent with the new 2010 California Fire Code. Other
modifications of note for urban areas include eliminating exceptions to hot work
permits; requiring permits for idle pallets, compost and mulch, fuel modification,
photovoltaic systems on commercial buildings, and private water tanks; and
clarifying water requirements for fire flow and emergency power for water
systems.

With respect to the requested Council action, the City’'s resolution would ratify
building standards in VCFPD Ordinance No. 27, relating to fire and life safety,
which are more restrictive than those adopted by the State Fire Marshal and
contained within the California Building Standards Code. Specifically, Section
610 involves new requirements for placement of photovoltaic panels on roofs of
commercial buildings as developed by the California State Fire Marshal's Office
and industry stakeholders that provide for firefighter safety, and Appendix L
includes provisions to require the installation of automatic sprinkler systems in all
occupancies except Group U, when approved (e.g., garages, carports, sheds,
and agricultural buildings).

California law requires building standards adopted by local jurisdictions that are
more restrictive than those adopted by the state to be enacted by ordinance
within 180 days after the state adopts and publishes the California Building and
Fire Code (January 1, 2011). California Health and Safety Code Section 13869.7
authorizes VCFPD to adopt such standards but requires ratification by the
legislative body where the standards will apply, hence the need for City
ratification of these more restrictive provisions prior to the end of the year.



ADOPT RESOLUTION RATIFYING PORTIONS OF VCFPD ORD. NO. 27
December 6, 2010
Page 3

California Health and Safety Code Section 13879.7 requires the Fire District to
file findings that support the need for more restrictive standards than those
adopted by the State Fire Marshal and contained within the 2010 California Fire
Code. Those findings must be based on local climatic, geological, or
topographical conditions. The VCFPD findings for its service region are as
follows:

1. Climatic: Ventura County experiences periods of high temperatures,
accompanied by low humidity and high winds each year. These conditions
create an environment in which the Fire District commits large numbers of
firefighting resources to control and extinguish wildland fires. During such
periods, the limited available firefighting resources may have great
difficulty in controlling fires in structures not having built-in fire protection
for extinguishing or controlling fires or where rooftop photovoltaic
equipment hinders standard fire-fighting operations.

2. Geological: Ventura County is in a potential high-activity seismic zone.
After a large seismic event, the potential for multiple fires occurring
simultaneously will tax available firefighting resources. Proper location of
rooftop photovoltaic equipment and built-in fire protection will assist fire
fighters in extinguishing or controlling fires in structures by not unduly
delaying firefighting operations, which will increase the availability of
firefighting resources after seismic activity. .

3. Topographical: Ventura County has rural areas that are in hazardous fire
areas. Due to topography, access to structures in rural areas increases
response time and delays fire suppression efforts. An extended response
time will allow fires to grow beyond the control of initial attack fire
suppression resources. Structure fires in the hillside areas will have a
greater likelihood of starting a wildland fire, which may expose additional
structures to fire. Built-in fire protection and proper location of rooftop
photovoltaic equipment will assist fire fighters in extinguishing or
controlling fires in structures in a timely manner by not unduly delaying fire
fighting operations, which will help prevent the spread of fire to the
wildland areas and will increase the availability of firefighting resources
available for wildland fires.

As the local legislative body where these more stringent standards will apply, the
City Council is asked to adopt the attached resolution ratifying Section 610 and
Appendix L of VCFPD Ordinance No. 27. Due to length, copies of the 2010
California Fire Code and the full struck-out/underlined changes between
Ordinance No. 26 and No. 27 do not accompany this staff report. Copies are
available for review in the City Council office.



ADOPT RESOLUTION RATIFYING PORTIONS OF VCFPD ORD. NO. 27
December 6, 2010
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Alternatives:

The following alternatives are presented for Council consideration:
o Approve the recommendation,
o Modify the recommendation and approve,
» Reject the recommendation and/or provide direction to staff.

Attachments:
- VCFPD struck-out/underlined changes for Section 610 and Appendix L
- VCFPD Summary of Changes Between Ordinance No. 26 and No. 27



RESOLUTION NO. 3975

A RESOLUTION OF THE CITY COUNCIL OF THE CITY OF
PORT HUENEME RESCINDING CITY COUNCIL RESOLUTION
NO. 3852 AND RATIFYING SECTION 610 AND APPENDIX L OF
VENTURA COUNTY FIRE PROTECTION DISTRICT ORDINANCE
NO. 27 PERTAINING TO BUILDING STANDARDS FOR
APPLICATION WITHIN THE JURISDICTIONAL BOUNDARIES
OF THE CITY OF PORT HUENEME

WHEREAS, the City of Port Hueneme lies within the jurisdictional
boundaries of the Ventura County Fire Protection District; and

WHEREAS, the Ventura County Fire Protection District has responsibility
for fire protection within said jurisdictional boundaries; and

WHEREAS, the Ventura County Fire Protection District did, on November
23, 2010, adopt Fire Protection District Ordinance No. 27, adopting the 2010
California Fire Code and the 2009 edition of the International Fire Code including
local amendments; and

WHEREAS, Section 610 and Appendix L of said amendments constitutes
an amendment to building standards relating to fire and panic safety adopted by
the State Fire Marshal and contained in the California Building Standards Code;

and

WHEREAS, pursuant to Section 13869.7(c) of the California Health and
Safety Code, amendments containing such building standards that are more
stringent than those standards adopted by the State are not effective within the
jurisdictional boundaries of the City until ratified by the City Council; and

WHEREAS, said Section 610 contains more stringent standards than
those adopted by the State involving new requirements for placement of
photovoltaic panels on roofs of commercial buildings as developed by the
California State Fire Marshal's Office and industry stakeholders that provide for
firefighter safety; and

WHEREAS, said Appendix L contains more stringent standards than
those adopted by the State involving automatic sprinkler systems; and

WHEREAS, the building standards contained within said Section 610 and
Appendix L are an integral part of the Ventura County Fire Protection District fire
protection response plan.

NOW, THEREFORE, BE IT RESOLVED, that the City Council hereby
rescinds its previous City Council Resolution No. 3852.




BE IT FURTHER RESOLVED that the City Council ratifies, without
changes, Section 610 and Appendix L of Ventura County Fire Protection District
Ordinance No. 27, to be effective within the jurisdictional boundaries in the City of
Port Hueneme.

BE IT FURTHER RESOLVED that pursuant to Section 13869.7(h)(1) of
the California Health and Safety Code, the City Council of the City of Port
Hueneme delegates the enforcement of Ventura County Fire Protection District
Ordinance No. 27 including Section 610 and Appendix L to the Ventura County
Fire Prevention District Chief or his/her authorized representative.

PASSED, APPROVED AND ADOPTED this 6" day of December, 2010.

SYLVIA MUNOZ SCHNOPP

MAYOR
ATTEST:
~&,MiCHELLE ASC%CI%N
DEPUTY CITY CLERK
APPROVED AS TO FORM: - APPROVED AS JO CONTENT:
MARK D. HENSLEY DAVID J. NORMAN

CITY ATTORNEY CITY MANAGER



City of Port Hueneme

CERTIFICATION

STATE OF CALIFORNIA )
COUNTY OF VENTURA ) SS:
CITY OF PORT HUENEME )

I, Michelle Ascencion, Deputy City Clerk of the City of Port Hueneme, do hereby certify
that the foregoing Resolution No. 3975 is a true and correct copy passed and
approved at the Regular Meeting of December 6, 2010 by the City Council of the City of
Port Hueneme by the following vote:

AYES: Council Members Ellis L. Green, Norman E. Griffaw,
Jonathan Sharkey; Mayor Pro Tem Douglas A.
Breeze; Mayor Sylvia Mufioz Schnopp

NOES: None.
ABSTAINING: None.

- ABSENT: None.

RV

elle Ascencion, SMG Deputy City
Clerk of the City of Port Hueneme and
ex-officio Clerk of the Council

Dated: December 7, 2010



STRUCK-OUT/UNDERLINED COPY OF
SECTION 610 AND APPENDIX L OF
VCFPD ORDINANCE NO. 27
FOR CITY RATIFICATION



610 Pholovqltaic Systems

.1 General _The installation of photovoltaic svsferns shall compl, w;th this section and the

6
Californla Buiiding and Electrical Codes and the mgulmments of the locaf Building Departm ent
having furisdiction,

Excaption: Photovoltaic systems installed on Qﬂ and two family d_wg(. lings are exsmpt from this

" section.
610.2 Permits. See Section 1.5.7.9.1

. B10.3. Plans. Construction plans that include a roof fayout of thefréBosed photoyoltaic system .
.panels and equipment shall be submitted lo the [ codeoﬂ‘ici pproval prior fo ingtallation

610.4 Design, Photovoltaic system shall be dasianed OLAR
PHOTOVOLTAIC INSTALLATION GUIDELINE issue

Office April 22, 2008, with an amendment fo Sg

2.2.1 Access.

There shall be a minimum six
as measured from the exterior bes
pahel. amples #5 to#8 shall re

5
0 feet orless in length, there shall be e

Exction:'lf il
irvil arotind fhe edges of the roof, gs measured

'to provide sufficie z and e ctxve protection of life, health

610.5.2 Climatiche/ gynly experiences periods of high femperatures accompanied b

low humidity and higfanfid& each vear, These conditions create an environment in which the
Fire District comrnitsNande numbers of fire lighting resources fo the control and extinguishment
of wildland fires. During such periods, the limited available firefighting resources may have

roaf difficulty in rolling fires in glructures holovoltaic equi pmen
Standard fire-fighting operations. -
810.5.3 Geological, Ventura Counly {s in a potenitial high activify geigm{é zone. Affera large
seismic event, the pofentfal for mulliple fires ocourring simultanecusly will tax avaiable .
fi (l U i tion of roof top photovoltaic equipment will assist fira fighters

In extinguishing or controlling fires in structures by ot unduly delaying fire fighting operstions,

which will increase the availability of firefighting resources affer selsmic activity.




€10.5.4 Topographical. Venfura Countv has rural areas thaf are in haz srdous fire areas, Due
to fopography, access o structu I I reas ln reases 19y, onse time and delays fire
ded re. trol

Sy, i 3 1S
[nitial aftack fire suppression resources. Structure fires In the hillside areas will have 8 greater
likelihood of starting a wildland fire_which may expose additional structures fo fire. Propec

location of roof tog phatovoltale equipment will assist fire fight: ighters in extingulshing or controlling
fires In sfructures ina :me!z manner by not unduly g_elazlng fire fighting oneratlons which will

o ven ire fo the Wi il Increase the availa of

firelighting resources available for Wildland fires,

610.6 Ratification. Before Section 610 of Ordinance No, 27 is effe ive in the County of

Ventura or [n any city within jurisdiction of the VCERD, the Ierslatma of the County or of

any such city shall refify Sectfon 610 in accordance with subdivi j&g{: and ¢} of California
lealth and Safet clion 13869.7.

Purpose/Rationale: This Is a new amendment. The Sfate
. force of state and local fire officials, photovoltaic ;Ef

. develop reasonable measure for the safe insta
providing for firefighter safety during a fire, TH
2008 and where not completed in time for inGiy
the adoption to each jurisdiction. The additiona
regarding cantilevered roofs that m y J

61 of photovoltaic ms, while

é ldeﬁnes were formall

ITEM 43
"Section 901.10 is added to,

space of not less than 30 inches (762 mm
981mm in helght shall be provided in
ing butn ited fo: fire sprinkler confrof valves, fire
¥isers iBod svstem manuel pull stations, fire gla
Titection sforage fanks (dry chermical,_foar
ecfion equipment is widor than 30 Inches (762 mm), the
the width of the equipment. No storage of any materials
orking space. Direct access fo the working spacé shai
ificatlons to working space dimenslons shall

DOT. 1 orking spa ]

fmnfof re prote l
department connectio
control panets .

" €O, cladi

new amendment. It provides provisions fo maintain

Purpose/Ratio

clearance around Tigg) fotection equipment. It s based on the same requlremenbs for
electrical equipmentV ,

ITEM 44

* Section 903.1 is amended and reads as follows: -

~903.1 General. Automatic sprinkler systems shall comply with this section and Appendix L,



APPENDIX L :
FIRE PROTECTION SYSTEMS

© L101 General. automalic fire extinquishing system shall be instal il ancies gnd
locations as sef forth in Aggendrx L and Chapter 9,
L.102 Definitions '

Buliding, Exr’sflng—as.deﬂned In the Californfa B uilding Code.
Floor Area - as defined in the Celifornis Building Code.

L.103 Where required, Approved aufomatic sprinkle 5
Vi in the locations ribed in this sectlon,

03.1 BuildiIngs. An sufomatic fire extinguishing sys
Exceptlons:
1. Group UOécuandiés when approved b

Aentura County Bullding Cod

2. Small Agricultural Produce Stam:&c
CC which comply with all viw.b
._Shall not exceed 400 squared
. _Shall bs constmctedma

3. Free standi
A. Shall not

B. Shall pat5H erfals twood frame with drywall

a minimum of 30 feet,
Is pel Iited E' maintenance room._snack bar, storage, elc).

heh‘ers structures whi '

5. Picnic and [un mply-with all of the following: ’
A. Use is defined as 8 Group A, Division 2 or 3 occupancy by the Butlding Department,
all not exceod 15005 of for A-2 Occupancy or 4500 square foet of floo;
area fot A-3 Occupancy. :

hall be sg from other buildings & minim 30 faet

C._Shall be separated irom other buildings & minimum of 30 foet,

D._Only picnic tables and chairs are Jocated underneath the shelter, .

E._Shall not have any enclosed spa e undemaath the shelter covering.

E._Shall be focated af grade level around the entire sheifer. )

G. Open on all sides from finished grade to a he lght of 10 feet apove finished grade,

H._Struetural columns and other architectural features may nof obs fruct more than 10%
. of the opening length arou nd the structurs. , .



all have no obstructions that will hind s within 10 feef of the exterior
perimeter of the §hglter for a dlstanoe of 75% of the opening langth around the
shelter.
J:_A food prep surface area may be located along one opening, but shall not. obs truct
0 n 20 feet or 10% of the opening lenath, which ever Is smaj

K. May be constructed of any maferals ellowed by the Califomia Building Code.

L. Any roof COVen‘ng shall be non-co mbustible if not an open frellis style shefter.

L103.2 Bujldings, gglﬂng Buildings in existence af the time of the effective date of this
Appendix may havs their existing use contintred If such use was lagal st the time. Additions fo

buildings shall require an automatic fire extinguishing system instelladithrouahout, including

areas not previously protacted, except, buildings that meet one of ¢ lowing exceptions.
Exceptions: 7

floor area.

2. Occupancies classified s Group R, Divisio
-whers an addifion is 1000 square feet or less,

_ Occupanles classified as Group R, Divislon 3 inclBdn ed Group U occupancles,
ere an addition is 50% or less of thesoxisting fioor arb :

103.2.1 Concurrent pe

permit Is submitted prior
equire the installation ¢ roughout (including areas not

previo profecfed vy % ) an the area of addition or
adification of the Sl lefit j rts and the new application exceed the

exceptions listed

hall

X Jo esta lish the fire sprinkler requirements
automafic fire

ing bullding less than 701 sq ft previously exempt from fire.

21 required fo mifigale fire flow, gccess requirements, or distance
toaﬁre stat:on g W the bullding permit was jssued_shall provide fire spriniders within the
entire building whe dition fo the bullding beings the fotal square footage over the

- previous exempt amounit of 700 sq f,_regardless of the percent of the addition. Excepfions 1 to

3 under Section 1.103.2 shall not apply,

L103.3.2 Change of U#e. Anv anqe of use of 8 Group U occupancy, that roclassifies to a

. L10331A ns. Anye

idors have

eow occupancy classifiction thet would not have bgon ex o existin
Ir4 ss requirements, or distance fo a fi tion, under a previous Fire
rdinance in effect ot the me the bufiding permif was Jssued,_shall provide fire
ars within the existing building, The exceptio gt This
ion do imf uirements for fire kiers for th new ocgupane classification

under the current California Building and Flre Codes.



L1104 Installatlon Requirements.
L104.1 Modifications.

L104.1.1 Fre Walls. For the purpose of this Appendix, fira walls shall not be considered as
creating separate buildings, ’ ]

£104.1.2 Coveraqe. Where allowed, sprinkler systems instalied In accordance with NFFA 130

in Group R-3 oecupancies shall provide sprinkler protection for g((a@ed Group U g@ugancia
and sfl bathrooms.

L104.1.3 Modificatians Prohibited. When NEPA 1R sprinkder 50 o provided n Grous

R oceupancies, exceptions fo, or reductions in,_code require not allowed based on the
nstallation of either a NFPA 13R or a8 NFPA 13 sprinkle i "shall also include
equirements.in the Califoria Code of Regiilations Title JXZart 9

L105. Mainfenan Area Separs I Walls &
' L105.1 General. Aroa sepaation fire walls uss%3

500 Z.: B:square feef
n byildings, for which the original.apopli ation for pBs t

BIEh the building
ber 1, 2002, shall b

L106.1 Goneral. Af erduec Life eratio {721 G fors :’" VCFPD hereby finds

hat due fo local climati olleril S ADhIRs! s '.' Sstated ln this section, that

. modifications and chan Building Code and California Fire Code are
5 active protection o I/'e ealth and prope

k 0 of high temperatures accompanied by
vogtitions creale an environment in which the
i resources to the confrol and extinguishment
mitad available firefighting resources may have
ctures not having bufli-in fire protection

in g entialhihactivi ssismic zone, Affer a larqe
imultiple fires oceurgng simultaneously will tax available

selsmic e

firefighting re profection.will assist In extinguishing or controlling fires in
structures, whi avaifabilily of firefighting resources affer saismic activily.

_ L.106.1.4 Topograpiticalf” Ventura Counly has as that are in hazardous fire areas.
ue fo raph 0 structures in rural areas increa
v g;gggression sfforts, An extended resgonsa time wlll allow ﬂmg fo grow bevond (he oontrol of
affa ’ Hlsi qgreater

i Qe L8 [ 3
kel: ood of tartin awﬂ' land fi hich X, ose addl‘:o al structures tof/re

L107 Ratification




* ITEM 55

L107.1 General. Before Appendix L of Ordinance No. 27 is g_ff Fective in the County of Ventura

orin a cify within the Fire Protaction District, the leqislative body of the County or of the c:tz_shall

rati endix L in eccordance with Califomia Health and Safety Code Section 13869.7,

Purpose/Rationale: This amendment is currently in effect and was previously included in
Appendix J of Ordinance 28. Similar requirements for the installation of automatic fire sprinklers
have been in effect since June 3, 1982, Tha current Appendix J became effactive May 1, 2007
as Appendix VIl under Ordinance No.25 and includes provisions to require the instaliation of an
automatic sprinkler system In all occupancies except Group U, when approved. Effactive
January 1, 2011, the State is requiring all new dwelling to be prowded ith automatic fire
sprinklers, After adoptton of previous Appendix Vil-and Appendix J ;;(;w istrict realized there

. were cerlain small accessory buildings that did not warrant fire spiilslrs or that installation of
fire' sprinklers was not effective or would have had no Impact ¢ otaction of the building. An
interim policy was developed untll this new ordinance would The additional
exceptions of this amendment now codifies current Distrigt b

folfows . ;
»  Editorlal refonnattmg was done to be const!
= Exceptions for existing buildings were modifia
* provide clearer language and Infont.
= Modifications were codified to %
bathrooms. Attached garages aeg;
» Modifications were codified to no
whether that requirement Is allow

inkler protection to include
thkler coverage under CFC,

trade offs allowed fg or 13R. An NFPA 13R system
fs designed for is not an equivalent trade-off.
=« Emergency Eection was relocated to section 510.4
»  Findings Se§ to [107.1 Generdl to add “California Fire
Code”, Referé as also include the building standards
The jlding standards, which are more restrictive than the building
sta la Building Code. The California Heaith and Safety Code
Secliohidi3s Si0e jstrict to adopt such standards relating to fire and panic
safely thaigie more stringef 1_:"1« an those standards contained in the Califorila Building Code.
Thereisa ~'v(‘r1 ed process jgobtain rafification from the County and city local Ieglslatwe bodias

endix M Is added fo read flows:

APPENDIX M

* Fire Safety Provisions for Wildland Urban Interface Arpas and F Ire Hazard Severily Zones.

M101 GENERAL
M101.1 Scope. The provisions of this _ppendrx esftablish aeneral requirements aggl/cable fo

new end existing properties located within wildland-urban interface are as.




- VCFPD CHANGES BETWEEN
ORDINANCE NO. 26 AND ORDINANCE
- NO.27 o

(Summary Table Format)
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